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TASC/A Tablero TAA San Martin Cierre/Apertura
TARC/A Tablero TAA Reconquista 250 Cierre/Apertura
TISC/A Tablera Tllum San Martin Cierre/Apertura
TIRC/A Tablero Tllum Reconquista 250 Clerre/Apertura
TGRC/A Tablero TGA Reconquista 250 Cierrs/Apertura
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990Vca | Salida tipo con enclavamiento

Orden de apertura y cierre motorizaci6n Siemens M0320

Apertura

INAAA
Orden de apertura OFF M0320
Cierre
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Orden de cierre ON M0320
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